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CASE NARRATIVE

SAMPLE DATA

LEAD
SAMPLE DESCRIPTION SAMPLE ID (ug/L)

#1 - 2ND FLOOR FOUNTAIN ISP-092916-008 <2.0
#2 - 2ND FLOOR FOUNTAIN ISP-092916-009 <2.0

Two water samples were received by the laboratory in good condition and analyzed according to the chain of custody. No difficulties were encountered in the 
preparation or analysis of these samples.  Sample data follows while QA/QC data is contained on the subsequent pages.
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QA/QC DATA 

QC PARAMETER LEAD
(ug/L)

METHOD EPA 200.8
DATE ANALYZED 09/30/16
REPORTING LIMIT 2.0

DUPLICATE 

SAMPLE ID BATCH
ORIGINAL <2.0

DUPLICATE <2.0
RPD NC

SPIKE SAMPLE 

SAMPLE ID BATCH
ORIGINAL <2.0

SPIKED SAMPLE 48.8
SPIKE ADDED 50.0
% RECOVERY 97.68%

QC CHECK 

FOUND 50.3
TRUE 50.0

% RECOVERY 100.58%

BLANK <2.0

RPD = RELATIVE PERCENT DIFFERENCE.
NA = NOT APPLICABLE OR NOT AVAILABLE.
NC = NOT CALCULABLE DUE TO ONE OR MORE VALUES BEING BELOW THE DETECTION LIMIT.
OR = RECOVERY NOT CALCULABLE DUE TO SPIKE SAMPLE OUT OF RANGE OR SPIKE TOO LOW RELATIVE TO SAMPLE CONCENTRATION.
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